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DEVAR ACCESS FLOORING LTD
SPIERSBRIDGE BUSINESS PARK
THORNLIEBANK

G46 8NL
Test Report No. BAN 131124/1a GLASGOW
Amending & Superceding Test Report No. SCOTLAND
BAN 1311241 U.K.
Issue Date: 3" February 2010 Attn: Stephan Leonard

The following sample was submitted and identified by the client as:

Sample Name . DMGB70 medium type access floor panel

Sample No. :  SC090520536; SC090820900

Product specification : 600x600x33.5mm

Manufacturer . Devar

Material . a) Steel encapsulated panel with calcium sulphate core

b) Steel pedestal
c) Conductive gasket
d) Steel stringer

Test required . Please see next pages
Test standard . Please see next pages
Date of Receipt . Please see table below
Test Period :  Please see table below
Test Result(s) : Please see next pages

Flease note that this festing was conducted at another laboratory within the SGS group of companies.

Date of Receipt and Test Period:

Sample No. Date of Receipt Test Period
SC090520536 May.25,2009 May.25,2009 1o Jul.31,2009
SC090820900 Aug.12,2009 Aug.12,2009 to Aug.21,2009

Signed for and on behalf of
SGS United Kingdom Ltd

Jo Pinkess BA (Hons) C Text ATI
Operations Manager

This document is issued by the Company subject o its General Conditions of Service, available on request or accessible at www.sgs.com'terms and cenditions. htm
and, for electronic format documents, subject to Terms and Conditions for Electronic Documents at www.sgs.comderms e-document.him. Attenticn is drawn tathe
limitation of liability, indemnification and jurisdiction issues defined thergin. Any holder of this document is advised that information contained hereon reflects the
Company's findings at the time of its intervention only and within the limits of Client's instructions, if any, The Company's sole responsibility is to its Client and this
document does not excnerate parties to a transaction from exercising all their rights and cbligations under the transaction documents. This document cannct be
reproduced except in full, without prior written approval of the Gompany. Any unauthorized alteration, forgery or falsification of the conent or appearance of this
document is unlawful and offenders may be prosecuted to the fullest extent of the law.”

Unless otherwise stated the results shown in this test report refer only to the sample(s) tested and such sample(s) are retained for 30 days only. This document
cannot be reproduced except in full, without pricr approval of the Company.
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